Ultrafiltration (UF) systems have been used globally for treating water from resources including rivers, reservoirs, and lakes for the production of potable water in the past decade. UF membranes with a pore size of between 0.1 and 0.01 micrometres provide an effective barrier for bacteria, viruses, suspended particles, and colloids. The use of UF membrane technology in treating groundwater for the supply of potable water in the impoverished and rural village, Tshaanda (i.e., the study area) is demonstrated. The technical and administrative processes that are critical for the successful installation of the pilot plant were developed. Given the rural nature of Tshaanda, the cultural and traditional protocols were observed. Preliminary results of the water quality of untreated water and the permeate are presented. Escherichia coli in the untreated water during the dry season (i.e., June and July) was 2 cfu/100 ml and was ,1 cfu/100 ml (undetected) following UF, which complied with the WHO and South African National Standards and Guidelines of ,1 cfu/100 ml. During the wet/ rainy season (February) total coliform was unacceptably high (.2419.2 cfu/100 ml) before UF. Following UF, it dramatically reduced to acceptable level (7 cfu/100 ml) which is within the WHO recommended level of ,10 cfu/100 ml. Additionally, during the wet/rainy season E. coli and enterococci were unacceptably high (40.4 cfu/100 ml and 73.3 cfu/100 ml, respectively) before UF but were completely removed following UF, which are within the WHO and SANS recommended limit. The values for electrical conductivity (EC) and turbidity were constantly within the WHO recommended limits of 300 mS/cm corrected at 25uC and ,5 NTU, respectively, before and after UF, during dry season and wet season. This suggests that there is no need for pre-treatment of the water for suspended particles and colloids. Considering these data, it can be concluded that the water is suitable for human consumption, following UF. 
Introduction
Water is a precious and valuable resource that plays a critical role in the economic and social growth of any population. Most countries around the world are still struggling to meet the demand for potable water. This is evident by the uneven distribution of and accessibility to potable water between developed and developing countries as well as between urban and rural communities [1] .
About 780 million people do not have access to improved drinking water sources and 2.5 billion people lack improved sanitation [2] . Most of these people reside in rural settings where piped and other improved water supplies have failed to reach the dwellers [3] , thus forcing rural communities to collect drinking water from untreated sources such as rivers and springs [4] . Unsafe drinking water, with poor sanitation and hygiene, accounts for nearly 10% of the total burden of disease worldwide. This includes an estimated 4 billion cases of diarrhea annually, causing 1.8 million deaths, mostly among children under 5 years of age [5] .
South Africa is home to 51.8 million people [6] and approximately 40% of this population lives in small rural villages and scattered settlements [7] . Universal access to potable water and decent sanitation is a governmental objective in South Africa [8] ; thus, the government has set a target of 100% coverage of potable water supply by 2014 [9] . Since 1994, access to potable water supply has improved significantly, from 59% of the population [10] to 95.2% in 2011 [11] . Still, around five million South Africans, mainly residing in rural areas, do not have a reliable source of safe drinking water [6, 11] . This situation exposes the rural communities to risks of acquiring water-borne diseases with resultant negative financial implications on the government when providing medical treatment to sick people, as these people predominantly use government clinics or hospitals for treatment [12] . For example, the South African government loses about $340 millionannually, due to approximately three million diarrhoeal cases and 50 000 related mortalities [13] .
A systematic review by Wright et al. [14] showed that water contamination occurs between source and point-of-use. This pattern has been confirmed by subsequent studies of water contamination in rural Sierra Leone [15] and rural Honduras [16] . The extent of water contamination varies across the water supply chain (i.e., from source to cup used in a household), whereby more contamination is at the source than in a household setting [17] .
Studies by Mpenyana-Monyani et al. [18] and Zamxaka et al. [19] reported concentrations of total coliform and E. coli which were higher than the limits set by WHO [20] , SANS [21] and DWAF [22] for drinking water quality. As a result of the potential disease-causing characteristics of certain E. coli, the removal of E. coli from raw water is a major step in all drinking water purification systems [23] .
Several studies have been done on the bacteriological water quality in some of the villages next to Tshaanda [17, [24] [25] [26] [27] [28] [29] [30] . The results of these studies showed that the levels of bacteriological concentration, which included E. coli, were above the recommended WHO and South African National Standards for drinking water quality and thus suggesting that the water was not fit for human consumption unless treated. Subsequently, ceramic filters [24, 31] were applied in an attempt to address water pollution at household level in the affected villages. Although this intervention significantly improved the quality of water and also reduced the incidence of diarrhoea, there was no follow up study to determine sustained use of filters [24] . The back drop of household water treatment options is that the responsibility of treating the water rests on the individual household. This could present variation in the quality of drinking water in the same village. For ceramic filters, tasks such as daily backwashing and cleaning of the filters could be considered tedious by some households and they may decide not to follow the instructions resulting in compromised quality of drinking water. Furthermore, some households may not have time to filter the water and would therefore drink untreated water. Monitoring of household water quality may be difficult to conduct due to restricted access to some households, for instance when there is no one in the house, thus increasing the duration of monitoring. On the other hand, population-based or source treatment is easy to monitor, can be accessed at any time and it saves time because the focus is on a single source. Furthermore, it provides uniform water quality at a given time thus becoming easy to determine which intervention should be implemented to improve water quality. Membrane filtration technology, particularly ultrafiltration (UF) system, can be used for source water treatment to provide potable water. The application of membrane filtration technology for potable water supply is well documented [32] [33] [34] [35] [36] [37] [38] [39] [40] . However, fouling is the most important factor that has limited the widespread use of membrane technology for the removal of microorganisms from drinking water. Feed pretreatment and membrane cleaning [41] are common strategies to minimize the fouling effect. Ultrafiltration systems have been used globally for treating various water resources including rivers, reservoirs, and lakes [42] [43] [44] for the production of potable water in the past decade. Ultrafiltration membranes with a pore size of between 0.1 and 0.01 micrometres provide an effective barrier for bacteria, viruses, suspended particles and colloids [45] [46] [47] . Ultrafiltration can be used on its own for treating drinking water where the feed water concentration is not too high in terms of organic contents [48] [49] [50] ; for instance, if water turbidity is ,100 NTU [51] . Accordingly, it has been used as pre-treatment for nanofiltration to reduce its fouling [50, 52] and for reverse osmosis (RO) to provide an excellent treated water quality [46, 47] . This has led to UF membranes replacing conventional pre-treatment procedures that consist of acid addition, coagulant/flocculant addition, chlorination, media filtration, and cartridge filtration [47] .
Conventional large-scale ultrafiltration systems are operated at a transmembrane pressure of between 0.5-1.0 bar and require pumps for operation and backflushing. However, if operated by gravity, pump costs are avoided, and this can be an attractive option for decentralized, small-scale applications [45] . Presently, only few gravity-driven ultrafiltration systems for decentralized application exist (SkyJuice for community water supply and LifeStraw Family for household water treatment [51, 53] . These systems can be operated at ultra-low pressure (100-150 mbar) and require little maintenance compared to the conventionally operated UF [48] . Boulestreau et al. [51] successfully conducted trials at Ogunjini village in Kwa-Zulu Natal, South Africa with a decentralized, gravity-driven membrane system to treat river water and to produce 5 m 3 /d of drinking water. However, unlike our study, they used flat-sheet UF membranes. Furthermore, their system was not incorporated into any water supply infrastructure and treated water was not used for human consumption, instead it was conveyed back into the river.
Population-level potable water supply interventions such as UF, that are based on infrastructure network received less attention compared to point-of-use water treatment interventions which are being applied to improve water quality within homes and personal hygiene practices within households in rural areas of developing countries [3, 4, [14] [15] [16] [17] 24, 54] . Furthermore, treatment of groundwater using decentralized gravity-fed ultrafiltration membrane technology for village-wide supply of potable water in South Africa's impoverished rural areas has not been tested. The aim of this study is to ascertain the use of ultrafiltration membrane for the provision of potable water in Tshaanda. The purpose of this article is to present the preliminary results of the ultrafiltration of groundwater for potable water supply in Tshaanda. The objectives of this study are to:
1. Demonstrate the feasibility of using membrane technology to provide potable water in a rural area; 2. Determine the bacteriological quality of raw water during low and high rainfall periods; 3. Determine the quality of the permeate against the WHO and South African national standards for drinking water quality.
Methods

Contextualization of Study Area
Tshaanda village is situated in Vhembe District Municipality, in the Limpopo province, South Africa. The location of Tshaanda is shown in Figure 1 . Tshaanda has approximately 800 people and 150 households. The profile of Tshaanda is presented in Table 1 . The community gets water from an unprotected spring, which is the only source of water supply in the area. Tshaanda was chosen because it is one of the small villages that do not have safe drinking water infrastructure in Vhembe District Municipality jurisdiction. Furthermore, the village is impoverished and excluded from the mainstream water network in Vhembe and it is unlikely that the village will be connected to the mainstream water infrastructure in the future because the mountains that are surrounding it make Tshaanda difficult to access. The spring is situated deep in the mountain valleys and it can only be accessed by foot, thus posing a challenge, especially to older persons, people with disability, women, children and AIDS sufferers. The community shares this source with domestic animals. Furthermore, the community uses this source for bathing and washing clothes. Water supply infrastructure in Tshaanda is constituted of a diesel-driven engine, 60 000 L concrete water reservoir and five street taps.
No research study was done on water quality before in Tshaanda, therefore this study presented an opportunity to maximize the use of the water source and to also show case, based on the success of the project, the possibility of using membrane technology to provide safe drinking water in a rural area, especially since drinking water sources in rural areas are not monitored.
Preliminary water sampling and analysis On 18 th June 2012, three water samples were taken in Tshaanda in order to create baseline data of the quality of drinking water before treatment in order to compare it with the quality of water after treatment with UF membrane.
The quality of drinking water in Tshaanda was analysed in relation to the WHO [20] and South African [22] guidelines for drinking water quality. The water samples were analyzed for turbidity, pH, electrical conductivity, total coliform, enterococci and E. coli [55] . One water sample (500 ml) was taken at each of the three source points (i.e., Spring, Tap 1 and Tap 2). Distilled water (500 ml) which was obtained from the laboratory of the Department of Agriculture, Veterinary section in Makhado, Limpopo province, was used as a control.
Defined Substrate Technology was used for the bacteriological analysis of the water samples. The IDEXX Colilert was used to process the Total coliform and E. coli water samples, whereas IDEXX Enterolert was used to process enterococci samples in the laboratory. Water samples of IDEXX Colilert and IDEXX Enterolert were incubated for 22 hours at 37uC and 41uC, respectively. After incubation, total coliform was determined visually by identifying all test wells that turned yellow and subsequently, the Most Probable Number (MPN) was determined by counting the number of test wells that showed yellow colour. After determining the MPN, all the IDEXX Colilert Quanti-Tray plates were put individually under long wave (366 nm) ultraviolet light in order to detect any wells that had fluorescence [56] . The yellow wells that fluoresced were counted to determine the MPN for E. coli. A multi-meter (HACH) was used to measure the pH and electrical conductivity of the water samples. A portable turbidity meter (HACH) was used to measure the turbidity of the samples.
Social and administrative processes (non-technical)
Figure 2 highlights critical and fundamental issues that need to be adhered to in order to efficiently and successfully plan, implement and wind-up a water supply and management project in rural villages which, in most cases, are administered by traditional authorities in conjunction with local and/or district municipalities. Maintaining constant communication with the municipality, traditional authority and the community is very critical towards ensuring seamless implementation of the project and to promptly address concerns of all the key stakeholders. Furthermore, the water group will play a critical role of ensuring that the membrane pilot plant operates properly and that water related issues are resolved promptly and amicably. The water group will also ensure that the community takes ownership of the pilot plant, use it properly and protect it from vandalism and abuse. The group will educate the community about prevention of water pollution, responsible use of water and promotion of public health and personal hygiene.
Ethics statement
The process started with seeking and obtaining approval to conduct the research in Tshaanda from Vhembe District Municipality, Mutale Local Municipality and Tshitandani Traditional Council, all of which have authority over the Tshaanda jurisdiction. The first meeting was held with the local chief of Tshitandani Traditional Authority in order to explain the purpose of the project to him and to obtain approval from the traditional authority to conduct the study in Tshaanda. Subsequent meetings were held with other key stakeholders (e.g., Vhembe District Municipality, Mutale Local Municipality and Tshaanda community) in order to present the research background, obtain approval and support from them and to discuss their roles during the entire duration of the research.
Written ethics approval for this research was obtained from Vhembe District Municipality, which has overall jurisdiction over Mutale Local Municipality, where Tshaanda is situated. Tshitandani Traditional Authority also gave a written ethics approval for the study to be conducted in Tshaanda, as it has sole traditional authority over the Tshaanda jurisdiction. The participants (whom were adults) from the community of Tshaanda gave their verbal consent to participate in this study during a community meeting, which was organized by the the local chief of Tshitandani Traditional Authority. They did so in the presence of the members of Tshitandani Traditional Authority. The community gave consent for instance, to participate in the discussions during community meetings and when establishing a local water group. Their consent was then recorded as part of the minutes of that meeting. It was sensible to ask for consent from the entire community (excluding any minor) in a meeting, because the study focuses on solving a community problem rather than an individual problem. Furthermore, the engagements with the participants were mainly through community meetings.
This study also received ethical approval from the institution review board committees at Tshwane University of Technology (TUT) and Katholieke Universiteit Leuven (KU Leuven).
Public participation
A public participation process for the installation of a membrane filtration unit in Tshaanda was conducted by with the community of Tshaanda, Vhembe District Municipality, Mutale Local Municipality, Tshitandani Traditional Authority and Tshitandani Primary School Governing Body. Some of the key aspects that needed community involvement were the identification of a suitable location where the membrane filtration system should be installed, matters related to the security, operation and maintenance of the filtration system and the need for the establishment of local 'Water Group'.
Technical implementation
Raw water supply. Raw water was drawn from the local spring and pumped into a 2500 L raw water storage tank, which was placed at the top of the membrane filtration system. An existing diesel driven engine, which belongs to Vhembe District Municipality, was used to pump water from the spring to the raw water storage tank.
Membrane filtration system design, operation and maintenance. Gravity-driven ultrafiltration pilot plant was purchased from Ikusasa Water (A Division of Ikusasa Chemicals (Pty) Ltd and Chris Swartz Eng. (Water Utilization Engineers)) and it was installed in April 2013 at Tshaanda. The membrane filtration system was housed inside a 6 m maritime steel container. A hollow fibre UF membrane (Multibore membrane housed in a dizzer XL 1.5 MB 40 module), supplied by Inge watertechnologies AG, Germany), was used to drive the experiment in Tshaanda. The design of the pilot plant is shown in Figure 3 and Figure 4 .
The plant was set to operate automatically even though it can be operated manually. The water flow rate was maintained between 300 and 400 L/h at a pressure of 2 kPa. The plant can produce 5 m 3 /day of potable water. Due to the operational simplicity of the pilot plant, the operation and maintenance of the pilot plant was carried out by a member of the community, who was recommended by the community. He was then trained (1-day training) on how to operate and maintain the pilot plant by a technician from Ikusasa Water. Subsequent training of the plant operator was coupled with the main maintenance schedules. The plant maintenance included backflushing of the membrane module, cleaning of bagfilter, 
Water sampling and analysis
Three months after the pilot plant was installed, water samples of raw (untreated) and permeate (treated) were taken for analysis on the 25 th July 2013 in order to determine whether the pilot plant was able to produce water that met the requirements of the WHO and South African water quality guidelines [20, 22] and standards [21] . Two sets of raw water samples (one from the spring, labelled as Spring and another sample at the inlet of the membrane filtration plant just before the bagfilter, labelled as Plant inlet before filtration) and four samples of treated water were taken (one from the storage tank inside the filtration plant, labelled as Permeate and three from the three taps outside the plant, labelled as Tap 1, Tap 2 and Tap 3, respectively). Furthermore, other samples were taken on the 25 th February 2014 in order to determine the quality of water during wet season. The water samples were taken aseptically and sterile zip-lock water bags were used. The water samples were put inside a cooler bag with ice to maintain the temperature at ,4uC, until they were processed for analysis in the laboratory. The distance between the area where the samples were taken and the laboratory where they were analysed was 160 km. Accordingly, the samples were processed within 6 hours after collection. The samples were processed according to the same procedure that was used during the preliminary investigation of the water quality. 
Results and Discussion
Installation and operation of pilot plant
The pilot membrane filtration plant was installed on the premises of the local primary school following an agreement between the community and the school governing body. The pilot plant was installed approximately 600 m away from the water source (i.e., spring), construction and commissioning phases were completed within one month. The system operated through gravity for 24 h/day and produced 5000 L of potable water per day for the community of Tshaanda.
Water quality analysis
The water samples were processed and analyzed for microbiological and physico-chemical parameters. Microbiological analysis was carried out in order to determine the presence of E. coli, enterococci and total coliform in the water samples. Physicochemical analysis was carried out to determine the levels of pH, turbidity and electrical conductivity, respectively.
The results of the preliminary water quality investigation are presented in Table 2 .
Critical analysis of Table 2 shows that turbidity values of all the samples were within the WHO and South African standards limits for drinking water quality. The results also show the presence of E. coli, enterococci and total coliform in concentrations above the recommended limits.
The results of the raw water and treated water samples are shown in Table 3 and Table 4 , respectively.
Total Coliform
Detection of total coliform in water indicates potential faecal pollution and thus provide information on treatment efficiency and after growth [21] . After a period of more than 20 months (June 2012-February 2014), total coliform counts of raw water was above the acceptable SANS limit. Furthermore, there was a significant increase in the total coliform count in February 2014 (.2419.2 cfu/ 100 ml) due to heavy rains that were experienced in the area two weeks before sampling. In July 2013, total coliform of the permeate was about 4 times (200.5 cfu/100 ml) more than that of the untreated water source (48 cfu/100 ml). This was because the permeate tank was not covered on top and therefore it presented an easy passage of dust into the permeate. The tank was subsequently cleaned and covered with a canvas. In February 2014, the coliform count of the permeate was 7.4 cfu/100 ml, following the cleaning of the permeate tank, thus being within the acceptable limit.
Escherichia coli and enterococci
Escherichia coli is the best indicator microorganism of faecal pollution [57] . The overall quality of the water at the spring was found to be consistently unsafe for drinking purposes due to the presence of E.coli in the water samples taken. After a period of more than 20 months (June 2012-February 2014), E. coli in raw water increased by more than 2 times (17.4 cfu/100 ml in June 2012 as against 40.4 cfu/100 ml in February 2014). The number of enterococci at the water source increased ten folds between June 2012 and February 2014 (7 cfu/100 ml in June 2012 and 73.3 cfu/ 100 ml) due to rain. This was expected as increased levels of microbial pollution are usually experienced during rainy seasons, since large numbers of microorganisms are washed from various point-and non-point pollution sites [58] . However, the concentration of enterococci was significantly lower at the filtration unit (Plant inlet before filtration). This could probably be attributed to die-off as bacteria compete for limited oxygen and nutrients in the water [59] .
This water poses a public health risk to the community of Tshaanda if consumed untreated and could lead to waterborne diseases, such as: hepatitis A and E, cholera, typhoid and poliomyelitis [3] . Consuming water contaminated with E. coli produce a 15% chance of of having diarrhea.
Following ultrafiltration, E. coli and enterococci were undetected (,1 cfu/100 ml) in the permeate samples taken in July 2013 and February 2014 respectively. Maintaining this water quality and ensuring that potable water is available in sufficient quantity will help to reduce the diarrhea episodes [12, [60] [61] [62] .
Turbidity
The turbidity values recorded for all the water samples were within the WHO [20] and SANS [21] acceptable limits for drinking water (,5 NTU) during dry and rainy seasons (June 2012, July 2013 and February 2014). Interestingly, the turbidity of the permeate was almost two times lower than that of the spring between July 2013 and February 2014. These observed lower turbidity values suggest that there is no need for pre-treatment of the water for suspended particles and colloids [51] . pH and electrical conductivity
The pH and electrical conductivity levels of all the water samples were within the recommended limits of WHO [20] and SANS [21] for drinking water quality.
Challenges of the project
The main challenge encountered was that there was no formal procedure for ordering and supplying diesel which at times delayed the supply of the diesel to Tshaanda. This affected pumping of raw water to the pilot plant, consequently leading to operational stoppage of the pilot plant. In order to address these challenges, a plan was developed, whereby Vhembe District Municipality supplied 220 L of diesel on a monthly basis. Furthermore, the plant operator would notify the local councillor when it was time to order diesel, the local councillor would request the responsible manager at Vhembe District Municipality to deliver the diesel to Tshaanda. The plan also included an institutional arrangement whereby other parties (i.e., KU Leuven or Tshwane University of Technology) would provide assistance to repair the engine or the water pump in case Vhembe District Municipality needed support.
Conclusions
A gravity driven ultrafiltration membrane pilot plant was used for ten (10) months (from April 2013 to February 2014) to produce potable water to the rural community of Tshaanda. The preliminary results showed that the microbiological quality of the permeate was within recommended and acceptable limits of the WHO and South African standards for drinking water quality.
Following the successful removal of E. coli, it can be inferred that the membrane system in Tshaanda was able to produce safe drinking water. This further confirms that the integrity of the filtration membrane was still maintained and that it was still highly effective in removing indicator microorganisms, suspended solids and colloidal matter [63] after ten (10) months of operation.
Though the UF pilot plant in Tshaanda could produce safe drinking water, there is still much work to be done before this technology could be rolled-out country wide. Subsequent research will be expanded to include aspects of evidence of sustained use, positive health impact, water quality over extended periods of use, operation and maintenance, cost-effectiveness, system performance and optimization (considering seasonal variations), and water quality monitoring, whereby the frequency of water testing will be increased. Furthermore, future research will concentrate on the water distribution network to determine bacterial regrowth and water quality deterioration, public perception, household health behaviors, acceptability of the technology, community outreach and awareness raising on water, sanitation and hygiene. Acquiring this information would help in ensuring that the system continues to deliver safe water in the long run.
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